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3-1/C NO. 4 AWG
1-1/C NO. 4 AWG GREEN
IN 1-1/4 INCH PVC DUCT.

r } DEVICE SCHEDULE CONTROL CABINET LOAD TABLE
5y 10 REMOTE
E ) CIRC ATTS
® protoceLL ©) @ | 1TEM QUAN. DESCRIPTION CIRCUIT | AMPS | WATTS | V LOSS
ol - Y
r[ [w]B U R | CIRCUIT BREAKER, MOLDED CASE, THERMAL MAGNETIC, A 729 1750 614
asa | ® | 2-POLE, 600V. A.C., 225A. FRAME, 175A. NON—INTERCHANGEABLE B 6.25 1500 5.21
TRIP, BOLT-ON TYPE; INTERRUPTING CAPACITY OF NOT LESS THAN
| 22,000 RMS SYMMETRICAL AMPERES AT 480V. c 8.33 2000 9.12
B L ] LIGHTING CONTACTOR (REMOTE CONTROL SWITCH) MECHANICALLY D 8.33 2000 9.49
_O_ © [l (C 1 1 HELD, ASCO 920, MOUNTED ON SUB PANEL 200A., 2~POLE, 600V.
®—n] 2 1 WITH 240V. COIL 3 7.29 1750 5.90
Q
= E : PANEL BOARD (INTERIOR ONLY) 480/240V. SINGLE PHASE WITH 200A. F 6.25 1500 4.96
H 2 COPPER MAINS AND TWELVE IP—70A BOLT~ON BRANCH BREAKERS
C 1
5 | © EACH RATED 277V. WITH INTERRUPTING CAPACITY OF NOT LESS ¢ 8.32 2000 8.92
o THAN 14,000 RMS SYMMETRICAL AMPERES AT 277V. H 7.25 1750 7.82
I CIRCUIT BREAKER, MOLDED CASE, THERMAL MAGNETIC, 1-POLE,
| ® 1 277V., BOLT~ON TYPE, WITH AN INTERRUPTING RATING OF NOT
| LESS THAN 14,000 RMS SYMMETRICAL AMPERES AT 277V.
é I ® . CONTROL SWITCH, TOGGLE TYPE, SPDT, 20A., 240V. PREMIUM
| SPEC. GRADE
\ | © 1 CONTROL SWITCH, MOMENTARY CONTACT, SPDT, 15A., 240V.
F—LC/— | ® 1 STEP DOWN TRANSFORMER 240V.—120V., 1KVA.
3/0
\Y {7 I @ 1 FUSE HOLDER 15A., 250V., 5A. FUSE
B MICRO SWITCH (MOUNT WITH ACTUATOR T
4 € 0 SWITCH
o | ® WHEN DOOR OPENED)
Eé——————-f X X | O | 80 WATT LIGHT FIXTURE, YAPOR TIGHT, WITH GLOBE AND GUARD
- | AND MOUNTING BOX
c | ® | GFI RECEPTACLE, 120V., 15A, PREMIUM SPEC. GRADE, NEMA
AN 6 T0N 70A . | REFERENCE 5-15R IN WEATHER PROOF BOX WITH FLAP TYPE COVER
BA g 508 T0A 6 E | ® 1 CONTROL RELAY 240V., DPDT 254,
Ch g0 T0A £yt | © L ELECTRIC UTILITY COMPANY METER SOCKET (COMED)
DA_g BT TN 6 G | ® 1 PHOTOELECTRIC CONTROL MOUNTED TO TOP OF NEAREST POLE
£ S ; @ 1 3-1/C No. 10 AWC, 600W, INSTALLED IN DUCT TO NEAREST POLE
6> 2 6> |
| ©
Jg | ~
X / SOCKET FOR .,
1 ELECTRIC UTILITY NOTE: TOP SLOPES 1/2" TO REAR—
@ J'lNEUWAL BUS BAR \ COMPANY METER » SONTROL © . » »
P £ T @ l i (COMED) 40 TKPE v ,(TON R?“ CABINET 40 NAME PLATE: 26 VENT SLOTS IN OVERHANG
< < S | | SR 89 x 407 x 26 SOCKET FOR ELECTRIC
< 1S [ géTﬁéggﬂh\l/%Dsygjﬁf%BM STREET LIGHTING | UTILITY COMPANY METER
GROUND BUS BAR No. 2/0 BARH I T (] VILLAGE OF SOUTH| [, (COMED)
’ e T ! 3/4” DIA. S/SIL HANDLE WITH THREE
° @ B |~—GROUNDING HICAGO HEIGHTS IL
NSULATED, GROUND CONDUCTORS ] CONDUCTOR DOOR OPENING IS ~ ! _POINT LATCHING, PADLOCK HASP, No.
< € ] | b - . N . 2 CORBIN LOCK, AND NEOPRENE
3 e € | 48" HIGH x 37-3/4" WIDE~_| % i GASKET AL AROUND.
's]
[« >—— 240 /480 VOLT, I
/ 1] FULL LENGTH S/SIL HINGE (TYP.
NO. & BARE GROUNDING CONDUCTOR— / T0 GROUND BUS l SNOLE PHASE, BoHZ / e
\ SERVICE, 2-1/2" RSC IN
GROUND LUG WELDED TO CABINET: I
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TRENCH WITH 3-1/C-3/0
600V SERVICE WIRE.
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4-1/2" ANCHOR BOLTS
24" LONG WITH 2" HOOK AT BOTTOM
(LOCATION PER MAUFACTURERS SPECS)
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1. ALL CONTROL CABINET ITEMS SHALL HAVE SUITABLE IDENTIFICATION. OPEN CIRCUIT BREAKERS, ‘ ! i :8;‘ i i P! :
CONTACTORS, AND OTHER OPEN DEVICES SHALL HAVE PERMANENT SELF STICKING TAGS. DEVICES IN 8" P.C. CONCRETE R;‘NFORCED_J il il : < I
ENCLOSURES SHALL HAVE ENGRAVED 2-COLOR LAMINATED PLASTIC NAME PLATES ATTACHED TO PAD ® 2% SLOPE TO CURB w1l ! P 336" [ \ .,
ENCLOSURES WITH SCREWS. NAME PLATES SHALL BE ENGRAVED: TO CORRESPOND TO DESIGNATIONS - - S LT FOUR RACEWAYS L | 47 SAND BASE
ON THE DRAWINGS. INTERNAL CONTROL CABINET WIRING SHALL BE IDENTIFIED AS INDICATED, OR AS AN (PVC) RN
DIRECTED BY THE ENGINEER, BY MEANS OF SELF-STICKING TAGS APPLIED AT EACH CONNECTED END. - \\q:]—- et I_-/0oN1
IDENTIFICATION SHALL BE MADE BY THE CONTROL CABINET MANUFACTURER. " o r 1
2. PROVIDE SEALING GROMMETS FOR ALL OPEN WIRING EXTENDED FROM DEVICES IN BOXES OR CABINETS L—. \ } ) L—»I
WITHIN THE CONTROL CABINET. 48 — 2" G.S. CONDUIT 30
FROM SERVICE CONNECTION
3. ALL CONTROL CABINET WIRING SHALL BE #12AWG STRANDED UNLESS OTHERWISE INDICATED,
4. ALL CONTROL CABINET WIRING SHALL BE NEATLY DRESSED AND SUPPORTED. CON TROL CABlN ET lNSTALLATl ON
5. THE CONTROL CABINET SHALL BE CONSTRUCTED TO U.L. STD. 508 AND BEAR THE U.L. LABEL
"ENCLOSED INDUSTRIAL CONTROL PANEL”. NTS.
6. SEE CONTROL CABINET AND FOUNDATION DETAIL SHEET FOR SCHEMATIC DIAGRAM AND DEVICE LAYOUT.
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